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VITRIFIED CLAY PIPE (ABS, CAST IRON, MANUFACTURED
OR PVC OPTIONAL) PLUG
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| 4" PIPE UNLESS OTHERWISE l
/\ SPECIFIED ‘

2% UNLESS OTHERWISE
DIRECTED IN WRITING
BY THE CITY ENGINEER

. Tees or Wyes less than 6' deep shall be laid flat.
. Minimum depth of lateral at curb line and at property line to be determined in the field.

. Where lateral is constructed under an existing curb, the c?ntractor shal] chisel the letter “L"
into the curb face directly above the lateral. “L" to be 115" high and 9/4¢" deep.

. Backfill over laterals to be compacted by tamping only.

AI For connection to mains less than 12" make connections Wye, Tee, or Saddle Tee.
8. For connection to mains 12" or targer make connections with cored hole and
Saddlie Tee.
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